
SNS HEBT PLC I/O Assignments
Module 1 IB16I

Inputs Device
0 HEBT_Vac:CCG_01 set point 1
1 HEBT_Vac:TCG_01 set point 2
2 HEBT_Vac:CCG_02 set point 3
3 HEBT_Vac:TCG_02 set point 4
4 HEBT_Vac:IP_04 set point 5
5 HEBT_Vac:CCG_08 set point 6
6 HEBT_Vac:TCG_08 set point 7
7 HEBT_Vac:IP_08 set point 8
8 HEBT_Vac:CCG_10 set point 9
9 HEBT_Vac:CCG_13 set point 10
10 HEBT_Vac:TCG_13 set point 11
11 HEBT_Vac:IP_13 set point 12
12 HEBT_Vac:CCG_18 set point 13
13 HEBT_Vac:TCG_18 set point 14
14 HEBT_Vac:IP_18 set point 15
15 HEBT_Vac:CCG_20 set point 16

Module 2 IB16I
Inputs Device

0 HEBT_Vac:TCG_20 set point 17
1 HEBT_Vac:IP_20 set point 18
2 HEBT_Vac:IP_22 set point 19
3 LDmp_Vac:CCG_01 set point 20
4 LDmp_Vac:TCG_01 set point 21
5 LDmp_Vac:CCG_04 set point 22
6 LDmp_Vac:IP_04 set point 23
7 IDmp_Vac:CCG_02 set point 24
8 25
9 26
10 27
11 28
12 29
13 30
14 31
15 32

Switch 
Number

Switch 
Number
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SNS HEBT PLC I/O Assignments
Module 3 IB16I

Inputs Device
0 HEBT_Vac:SGV_01_C closed indicator 1
1 HEBT_Vac:SGV_01_O open indicator 1
2 HEBT_Vac:SGV_10_C closed indicator 2
3 HEBT_Vac:SGV_10_O open indicator 2
4 HEBT_Vac:SGV_19_C closed indicator 3
5 HEBT_Vac:SGV_19_O open indicator 3
6 LDmp_Vac:SGV_01_C closed indicator 4
7 LDmp_Vac:SGV_01_O open indicator 4
8 IDmp_Vac:FV_xx closed indicator 5
9 IDmp_Vac:FV_xx open indicator 5
10
11
12
13
14
15

Module 4 OB16I
Outputs Device

0 HEBT_Vac:SGV_01 solenoid 1
1 HEBT_Vac:SGV_10 solenoid 2
2 HEBT_Vac:SGV_19 solenoid 3
3 LDmp_Vac:SGV_01 solenoid 4
4 HEBT Beam Permit Link
5 LDmp Beam Permit Link
6 IDmp Beam Permit Link
7 SCL_HEBT_OK
8 Other External Interlock #2
9 Other External Interlock #3
10
11
12
13
14
15

Relay 
Number

Relay 
Number
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